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INSTALL 6" FIRE
HYDRANT ASSEMBLY
(SEE DETAIL TWA-26)

INSTALL 6" FIRE
HYDRANT ASSEMBLY
(SEE DETAIL TWA-26)

INSTALL 6" FIRE
HYDRANT ASSEMBLY
(SEE DETAIL TWA-26)

INSTALL 6" FIRE
HYDRANT ASSEMBLY
(SEE DETAIL TWA-26)

INSTALL 8"x8"x8" M.J.D.I.
TEE W/ 2" TAPPED PLUGS
8" G.V. & BOX

CONSTRUCT 337 L.F.
OF 8" C-900 PVC
WATER MAIN (BLUE)

INSTALL 45°
M.J.D.I. BEND

INSTALL 45°
M.J.D.I. BEND

INSTALL 22.50°
M.J.D.I. BEND

INSTALL 8" G.V. & BOX

INSTALL 22.50°
M.J.D.I. BEND

CONSTRUCT 284 L.F.
OF 8" C-900 PVC

WATER MAIN (BLUE)

5' UTILITY EASEMENT (TYP) (OWNED & MAINTAINED
BY HOMEOWNER) (UTILITIES TO BE MAINTAINED BY

APPROPRIATE ENTITY)

INSTALL 8"x8"x8"
M.J.D.I TEE
3-8" G.V.'S & BOXES

CONSTRUCT 158 L.F.
OF 8" C-900 PVC
WATER MAIN (BLUE)

INSTALL 22.50°
M.J.D.I. BEND

INSTALL 8"x8"x8"
M.J.D.I TEE
3-8" G.V.'S & BOXES

CONSTRUCT 223 L.F.
OF 8" C-900 PVC
WATER MAIN (BLUE)

INSTALL 22.50°
M.J.D.I. BEND

INSTALL 8"x8"x8" M.J.D.I TEE
3-8" G.V.'S & BOXES

INSTALL 45°
M.J.D.I. BENDS

INSTALL AUTOMATIC
FLUSHING DEVICE
(SEE DETAIL TWA-24)

INSTALL 45°
M.J.D.I. BENDS

CONSTRUCT 182 L.F.
OF 8" C-900 PVC

WATER MAIN (BLUE)

CONSTRUCT 182 L.F.
OF 8" C-900 PVC

WATER MAIN (BLUE)

CONSTRUCT 306 L.F.
OF 8" C-900 PVC
WATER MAIN (BLUE)

CONTRACTOR TO INSTALL
2-METER BOXES (TYP)
2- 34"  WATER METERS (BY TWA) (TYP)
(SEE DETAIL TWA-01)

INSTALL 1 12"
POLYETHYLENE
SERVICE (TYP) (BLUE)

INSTALL DOUBLE STRAP TAPPING SADDLE
W/ 1 12" CORP. STOP (TYP)
(SEE DETAIL TWA-01)

CONTRACTOR TO INSTALL
METER BOX (TYP)
3
4" WATER METER (BY TWA) (TYP)
(SEE DETAIL TWA-01)

INSTALL 1"
POLYETHYLENE
SERVICE (TYP) (BLUE)

INSTALL DOUBLE STRAP TAPPING SADDLE
W/ 1" CORP. STOP (TYP)

(SEE DETAIL TWA-01)

UTILITY / ACCESS EASEMENT
(OWNED & MAINTAINED BY HOA)

(UTILITIES TO BE MAINTAINED BY TWA)

CONTRACTOR TO INSTALL
METER BOX (TYP)

2"  WATER METER W/ RPZ (BY TWA) (TYP)
(SEE DETAIL TWA-01)

INSTALL 2"
POLYETHYLENE
SERVICE (TYP) (BLUE)

CONSTRUCT 34 L.F. OF 8" DIP
WATER MAIN. INSTALL (4) 45°
M.J.D.I. BENDS

NORTH
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MECHANICAL JOINT DUCTLE IRONM.J.D.I.

RU PROPOSED RECLAIM WATER MAIN

UTILITY EASEMENT

PROPOSED SANITARY

WM PROPOSED POTABLE WATER MAIN

FIRE HYDRANT ASSEMBLY

FM PROPOSED FORCE MAIN

SEE OFFSITE
IMPROVEMENTS

SHEET 7.00

D:\Documents\Projects\Boyd\Alexander Park\Alexander Park UTIL WTR SHT.dwg, POTABLE WATER PLAN, 2/6/2019 4:02:09 PM, Rob, AutoCAD PDF (General Documentation).pc3, ARCH full bleed D (36.00 x 24.00 Inches), 1:1

AutoCAD SHX Text
N 00°14'07" W

AutoCAD SHX Text
1324.51'

AutoCAD SHX Text
WF-1

AutoCAD SHX Text
WF-7

AutoCAD SHX Text
WF-6

AutoCAD SHX Text
WF-2

AutoCAD SHX Text
WF-3

AutoCAD SHX Text
WF-4

AutoCAD SHX Text
WF-5

AutoCAD SHX Text
WF-9

AutoCAD SHX Text
WF-10

AutoCAD SHX Text
WF-8

AutoCAD SHX Text
N 89°39'55" E 763.52'

AutoCAD SHX Text
S 89°39'33" W 756.50'

AutoCAD SHX Text
EP

AutoCAD SHX Text
WALK

AutoCAD SHX Text
N 00°19'53" W 35.00'

AutoCAD SHX Text
WF-16

AutoCAD SHX Text
WF-12

AutoCAD SHX Text
WF-13

AutoCAD SHX Text
WF-14

AutoCAD SHX Text
WF-15

AutoCAD SHX Text
WF-11

AutoCAD SHX Text
WF-17

AutoCAD SHX Text
WF-19

AutoCAD SHX Text
WF-18

AutoCAD SHX Text
S 00°19'53" E 799.83'

AutoCAD SHX Text
WALK

AutoCAD SHX Text
EP

AutoCAD SHX Text
WALK

AutoCAD SHX Text
EP

AutoCAD SHX Text
WALK

AutoCAD SHX Text
EP

AutoCAD SHX Text
EP

AutoCAD SHX Text
WALK

AutoCAD SHX Text
N 89°39'55" E 506.67'

AutoCAD SHX Text
EP

AutoCAD SHX Text
WALK

AutoCAD SHX Text
S 00°19'53" E

AutoCAD SHX Text
279.67'

AutoCAD SHX Text
S 89°39'33" W 329.44'

AutoCAD SHX Text
S 89°39'33" W 427.06'

AutoCAD SHX Text
GRASS ROAD

AutoCAD SHX Text
O/H

AutoCAD SHX Text
O/H

AutoCAD SHX Text
O/H

AutoCAD SHX Text
O/H

AutoCAD SHX Text
PP

AutoCAD SHX Text
UB

AutoCAD SHX Text
UB

AutoCAD SHX Text
FO

AutoCAD SHX Text
PP

AutoCAD SHX Text
UB

AutoCAD SHX Text
PP

AutoCAD SHX Text
ASPH

AutoCAD SHX Text
GATE

AutoCAD SHX Text
O/H

AutoCAD SHX Text
O/H

AutoCAD SHX Text
UB

AutoCAD SHX Text
FO

AutoCAD SHX Text
PP

AutoCAD SHX Text
DI

AutoCAD SHX Text
DI

AutoCAD SHX Text
D:\Documents\Projects\Boyd\Alexander Park\Alexander Park UTIL WTR SHT.dwg 

AutoCAD SHX Text
Plotted: February 6, 2019, 4:02:11 PMFebruary 6, 2019, 4:02:11 PM, 4:02:11 PM4:02:11 PM

AutoCAD SHX Text
2/6/2019

AutoCAD SHX Text
No. 51951

AutoCAD SHX Text
STATE OF

AutoCAD SHX Text
X

AutoCAD SHX Text
A

AutoCAD SHX Text
B

AutoCAD SHX Text
I

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
J

AutoCAD SHX Text
.

AutoCAD SHX Text
G

AutoCAD SHX Text
U

AutoCAD SHX Text
E

AutoCAD SHX Text
R

AutoCAD SHX Text
R

AutoCAD SHX Text
I

AutoCAD SHX Text
C

AutoCAD SHX Text
A

AutoCAD SHX Text
G

AutoCAD SHX Text
O

AutoCAD SHX Text
I

AutoCAD SHX Text
T

AutoCAD SHX Text
I

AutoCAD SHX Text
A

AutoCAD SHX Text
L

AutoCAD SHX Text
I

AutoCAD SHX Text
C

AutoCAD SHX Text
E

AutoCAD SHX Text
N

AutoCAD SHX Text
S

AutoCAD SHX Text
E

AutoCAD SHX Text
F

AutoCAD SHX Text
L

AutoCAD SHX Text
O

AutoCAD SHX Text
R

AutoCAD SHX Text
I

AutoCAD SHX Text
D

AutoCAD SHX Text
A

AutoCAD SHX Text
P

AutoCAD SHX Text
R

AutoCAD SHX Text
O

AutoCAD SHX Text
F

AutoCAD SHX Text
E

AutoCAD SHX Text
S

AutoCAD SHX Text
S

AutoCAD SHX Text
I

AutoCAD SHX Text
O

AutoCAD SHX Text
N

AutoCAD SHX Text
A

AutoCAD SHX Text
L

AutoCAD SHX Text
E

AutoCAD SHX Text
N

AutoCAD SHX Text
G

AutoCAD SHX Text
I

AutoCAD SHX Text
N

AutoCAD SHX Text
E

AutoCAD SHX Text
E

AutoCAD SHX Text
R


	Sheets and Views
	6.01 POTABLE WATER PLAN


